









































MAINTENANCE &CLEANING

7.Check and clean the inner strainer when the water flow rate gets lower.Werecommend clean-
ing it every4 weeks to ensure the water pump working perfect.

1. Never put the chiller outsige in temperatures below 1' C when it has waterinside.
2.Never clean the chiller with strong bleach-based detergents.
3. Do NOT put corrosive disinfectants into the water, such as chlorine tablets.

4. ALWAYS disconnect it from the power supply before any maintenance or cleaning.
5. Regularly empty the chiller by opening the drainer at the rear of the unit and closeit after use.

To prevent freezing damage, make sure you empty your chiller beforethe ambient temperature
gets 0'C(32° T ).

open the cover Twist and remove the pre—-filter Separate and clean Assemble 1t after cleaning

9.Please do NOT place the device diectly under the sun or in rain or snow;place the machine
under a shelter.

6.When the paper filter becomes dirty, it needs to be replaced in time to ensure normal water
flow and best performance.

Pick up the cover plate, Lift the plug and take out the Normally, 1t needs to be
twist the ring counterclockwise filter element that needs to be replaced replaced every two months
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